
1125 

3PH XARM FRAMING 8FT 

CONTAINS 
1125-02 3PH XARM TANGENT/ANGLE SINGLE 8FT 
1125-05 3PH XARM TANGENT/ANGLE DOUBLE 8FT 
1125-21 3PH XARM SINGLE DEADEND 8 FT 
1125-25 3PH XARM DOUBLE DEADEND/SLACK SPAN 8 FT 
1125-32 3PH XARM JUNCTION 8 FT 
1125-42 3PH XARM SINGLE DEADEND CORNER POLE 8 FT 
1125-61 3PH SINGLE ALLEY ARM 8 FT 
1125-65 3PH DOUBLE ALLEY ARM 8 FT 

POLES, HARDWARE, AND FRAMING 
SECTION: 

1125 

REV_DATE: 
3PH XARM FRAMING 8FT SHEET: 

04/01/26 1 OF 1 



3PH XARM TANGENT/ANGLE SINGLE 8FT 
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ANTI-SPLIT BOLT 
FOR ANGLE 
FRAMING 

GUY ATTACHMENT 
LOCATION WHEN 
REQUIRED 

1125-02-01 
1125-02-02 
1125-02-11 
1125-02-12 

ROADSIDE PREFERRED 
OR INSIDE ANGLE 

D D 

GUY ATTACHMENT 
LOCATION WHEN 
REQUIRED 

MU-REF MU-ID MU-DESCRIPTION 

11250201 3PHXRTANSGLPNSGLNU8FT 3PH XARM TAN SGL PIN SGL NU 8FT 
11250202 3PHXRANGSGLPNSGLNU8FT 3PH XARM ANG SGL PIN SGL NU 8FT 
11250211 3PHXRTANSGLPNSGLNU8FT-CC 3PH XARM TAN SGL PIN SGL NU 8FT - CC 

11250212 3PHXRANGSGLPNSGLNU8FT-CC 3PH XARM ANG SGL PIN SGL NU 8FT - CC 

SEE 1125 ASSOCIATED MODULES 

POLES, HARDWARE, AND FRAMING SECTION: 

1125-02 

REV_DATE: 
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3PH XARM TANGENT/ANGLE DOUBLE 8FT 
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ANTI-SPLIT BOLT 
FOR ANGLE 
FRAMING 

GUY ATTACHMENT 
LOCATION WHEN 
REQUIRED 

1125-05-01 
1125-05-02 
1125-05-11 
1125-05-12 

ROADSIDE PREFERRED 
OR INSIDE ANGLE 

D D 

GUY ATTACHMENT 
LOCATION WHEN 
REQUIRED 

MU-REF MU-ID MU-DESCRIPTION 
11250501 3PHXRTANDBLPNSGLNU8FT 3PH XARM TAN DBL PIN SGL NU 8FT 
11250502 3PHXRANGDBLPNSGLNU8FT 3PH XARM ANG DBL PIN SGL NU 8FT 
11250511 3PHXRTANDBLPNSGLNU8FT-CC 3PH XARM TAN DBL PIN SGL NU 8FT - CC 

11250512 3PHXRANGDBLPNSGLNU8FT-CC 3PH XARM ANG DBL PIN SGL NU 8FT - CC 

SEE 1125 ASSOCIATED MODULES 

POLES, HARDWARE, AND FRAMING SECTION: 

1125-05 
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3PH XARM SINGLE DEADEND 8 FT 
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C GUY ATTACH. 
WHEN SINGLE 
GUY REQUIRED 

GUY ATTACHMENT 
LOCATION WHEN 
REQUIRED 
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1125-21-01 
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GUY ATTACHMENT 
LOCATION WHEN 
REQUIRED 

MU-REF MU-ID MU-DESCRIPTION 
11252101 3PHXRSDEHD8FT  3PH XARM SGL DE HD 8FT 

11252111 3PHXRSDEHD8FT-CC 3PH XARM SGL DE HD 8FT - CC 

SEE 1125 ASSOCIATED MODULES 

POLES, HARDWARE, AND FRAMING SECTION: 

1125-21 
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3PH XARM DOUBLE DEADEND/SLACK SPAN 8 FT 
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GUY ATTACHMENT 
LOCATION WHEN 
REQUIRED 

DOUBLE DEADENDS ARE 
FREQUENTLY ANGLE 
STRUCTURES. 

ANGLE STRUCTURES REQUIRE 
1125-25-01 WITH SHACKLES. 
TANGENT/SLACK SPAN 
STRUCTURES REQUIRE 1125-25-03 
WITHOUT SHACKLES. 

ROADSIDE PREFERRED 
OR INSIDE ANGLE 

1125-25-01 
1125-25-03 
1125-25-11 

G G 

GUY ATTACHMENT 
LOCATION WHEN 
REQUIRED 
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GUY ATTACH. 
WHEN SINGLE 
GUY REQUIRED 

MU-REF MU-ID MU-DESCRIPTION 
11252501 3PHXRDDEHD8FT 3PH XARM DBL DE ANGLE HD 8FT 
11252503 3PHXRDDERTNHD8FT 3PH XARM DBL DE REDUCED TENSION HD 8FT 

11252511 3PHXRDDEANGRTNHD8FT-CC 3PH XARM DBL DE ANGLE/REDUCED TEN HD 8FT- CC 

SEE 1125 ASSOCIATED MODULES 

POLES, HARDWARE, AND FRAMING SECTION: 

1125-25 

REV_DATE: 
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3PH XARM JUNCTION 8 FT 
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GUY ATTACHMENT 
LOCATION WHEN 
REQUIRED 

E E 

GUY ATTACHMENT 
LOCATION WHEN 
REQUIRED 

MU-REF MU-ID MU-DESCRIPTION 
11253201 3PHXRSDEJNHD8FT 3PH XARM SGL DE JUNCT HD 8FT 

11253211 3PHXRSDEJNHD8FT-CC 3PH XARM SGL DE JUNCT HD 8FT- CC 

3'-0" 
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6'-6" 

6" 

EXISTING NEUTRAL 
MAY  NEED TO BE 
RELOCATED 

1125-32-01 
1125-32-11 

SEE 1125 ASSOCIATED MODULES 

POLES, HARDWARE, AND FRAMING SECTION: 

1125-32 

REV_DATE: 
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3PH XARM SINGLE DEADEND CORNER POLE 8 FT 
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GUY ATTACHMENT 
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MAY  NEED TO BE 
RELOCATED 
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GUY ATTACHMENT 
LOCATION WHEN 
REQUIRED 

MU-REF MU-ID MU-DESCRIPTION 
11254201 3PHXRSDECNHD8FT 3PH XARM SGL DE CORNER 8FT 

11254211 3PHXRSDECNHD8FT-CC 3PH XARM SGL DE CORNER 8FT - CC 

SEE 1125 ASSOCIATED MODULES 

POLES, HARDWARE, AND FRAMING SECTION: 

1125-42 
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3PH SINGLE ALLEY ARM 8 FT 
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INSTALL CONDUCTORS AS SHOWN TO 
MAINTAIN ADEQUATE SPACING IN SPANS. 

DRILL A NEW HOLE IN EACH CROSSARM FOR 
THE CENTER PHASE INSULATOR PIN. 

1125-61-01 
1125-61-03 

E E 

MU-REF MU-ID MU-DESCRIPTION 
11256101 3PHAATANSGLPNSGLNU8FT 3PH ALLEY ARM TAN SGL PIN SGL NU 8FT 

11256103 3PHAAANGSGLPNSGLNU8FT 3PH ALLEY ARM ANG SGL PIN SGL NU 8FT 

SEE 1125 ASSOCIATED MODULES 

POLES, HARDWARE, AND FRAMING SECTION: 

1125-61 
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3PH DOUBLE ALLEY ARM 8 FT 
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MU-REF MU-ID MU-DESCRIPTION 
11256501 3PHAATANDBLPNSGLNU8FT 3PH ALLEY ARM TAN DBL PIN SGL NU 8FT 

11256503 3PHAAANGDBLPNSGLNU8FT 3PH ALLEY ARM ANG DBL PIN SGL NU 8FT 

INSTALL CONDUCTORS AS SHOWN TO 
MAINTAIN ADEQUATE SPACING IN SPANS. 

DRILL A NEW HOLE IN EACH CROSSARM FOR 
THE CENTER PHASE INSULATOR PIN. 

1125-65-01 
1125-65-03 

SEE 1125 ASSOCIATED MODULES 

POLES, HARDWARE, AND FRAMING SECTION: 

1125-65 
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